
Wastewater Treatment Division 
Industrial Waste Program 
Department of Natural Resources and Parks 

130 Nickerson Street, Suite 200 
Seattle, WA 98109-1658 

206-263-3000 
206-263-3001 Fax 

June 16, 2004 

James C. Brown 
Alaskan Copper Works - 6th Ave. 
P.O. Box 3546 
Seattle, WA 98124 

Dear Mr. Brown: 

Results from King County's recent sampling indicate that wastewater from Alaskan Copper 
Works - 6th Ave. is in compliance with discharge limits. The results of the sample(s) taken on 
May 18, 2004 are enclosed. 

King County appreciates your compliance. If you have any questions, please call me at 
(206) 263-3017. 

Sincerely, 

Lydia Eng 
Investigator 
Industrial Waste Program 

Enclosure( s) 

CLEAN WATER - A SOUND INVESTMENT •~1202M 

AKC-0008273 



Site# 
Sample Date 
Sample# 
Sample Code 

Parameters 
Total C anide 

Site# 
Sample Date 
Sample# 
Sample Code 

Parameters 
Dischar e Rate 

Site# 
Sample Date 
Sample# 
Sample Code 

Alaskan Copper Works - 6th Ave. 

Cyanide 
A4010 - manhole in driveway adjacent to pretreatment 
18-May-2004 Discharge Rate 
L31981-1 Time Span 
Composite Start Time 

Concentration Units Status 
<MDL MG/L Com liance 

Field Measurements 
A4010 - manhole in driveway adjacent to pretreatment 
18-May-2004 Discharge Rate 
L31978-1 Time Span 
Composite Start Time 

Concentration Units Status 
.001633 MGD Com liance 

A4010 - manhole in driveway adjacent to pretreatment 
18-May-2004 · Discharge Rate 
L31980-1 Time Span 
Grab Start Time 

NA 
3.5 
1105 

Hour(s) 

Units 

1633 GPO 
24 Hour(s) 
1100 

NA 
NA 
1105 

Units 

1-P_a_r_a_m_e_t_e_rs ____________ c_o_n_ce_n_t_ra_t_io_n ___ U_n_i_ts __ s_t_a_tu_s ___ ~ J1-M_a_s_s_L_o_aN_d_A __ U_n_it_s __ ,1-=SN--tA-'--at....:u __ s=------< 
pH, Field 9.7 PH Com liance . . 

<MDL=Less than Method Detection Limit; <RDL=Less than Reporting Detection Limit; NA=Not Applicable; H=Sample handling criteria compromised; R=Data judged unusable. 
B=Blank contamination observed; E=Estimated value; TA= Text information available which qualifies data. 

AKC-000827 4 



Site# 
Sample Date 
Sample# 
Sample Code 

Parameters 
Arsenic, Total, ICP 
Cadmium, Total, ICP 
Chromium, Total, ICP 
Copper, Total, ICP 
Lead, Total, ICP 
Nickel, Total, ICP 
Silver, Total, ICP 
Zinc, Total, ICP 

Site# 
Sample Date 
Sample# 
Sample Code 

Parameters 
Arsenic, Total, ICP 
Cadmium, Total, ICP 
Chromium, Total, ICP 
Copper, Total, ICP 
Lead, Total, ICP 
Nickel, Total, ICP 
Silver, Total, ICP 
Zinc, Total, ICP 

Alaskan Co er Works - 6th Ave. 
Metals 

A4010 - manhole in driveway adjacent to pretreatment 
18-May-2004 Discharge Rate 
L31979-1 Time Span 
Composite Start Time 

NA 
24 
1110 

Concentration Units Status Mass Load 
<MDL MG/L Compliance 
<MDL MG/L Compliance 

.546 MG/L Compliance 

.603 MG/L Compliance 
<MDL MG/L Compliance 

.611 MG/L Compliance 
<MDL MG/L Compliance 

.0362 MG/L Compliance 

A401 0 - manhole in driveway adjacent to pretreatment 
18-May-2004 Discharge Rate 
L31979-2 Time Span 
Grab Start Time 

NA 
NA 

.0074 

.0082 
NA 

.0083 
NA 

.00049 

NA 
NA 
1105 

Concentration Units Status Mass Load 
<MDL MG/L Compliance NA 
<MDL MG/L Compliance NA 

.449 MG/L Compliance NA 

.498 MG/L Compliance NA 
<MDL MG/L Compliance NA 

.477 MG/L Compliance NA 
<MDL MG/L Compliance NA 
<RDL .015 MG/L Compliance NA 

Hour(s) 

Units Status 
LBS/DAY Compliance 
LBS/DAY Compliance 
LBS/DAY Compliance 
LBS/DAY Compliance 
LBS/DAY Compliance 
LBS/DAY Compliance 
LBS/DAY Compliance 
LBS/DAY Compliance 

Units Status 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 

<MDL=Less than Method Detection Limit; <RDL=Less than Reporting Detection Limit; NA=Not Applicable; H=Sample handling criteria compromised; R=Data judged unusable. 
B=Blank contamination observed; E=Estimated value; TA=Text information available which qualifies data. 

AKC-0008275 



Parameters Concentration Units Status Units 
Total Toxic Or anics(*) <MDL 0 MG/L Com liance 

(*)The total toxic organics value is the summation of all quantifiable values greater than 10 ppb for the organic 
compounds on the federal total toxic organics listing. See table(s) below for details. 

Site# 
Sample Date 
Sample# 
Sample Code 

Parameters 
1, 1, 1-Trichloroethane 
1, 1,2,2-Tetrachloroethane 
1, 1,2-Trichloroethane 
1, 1,2-Trichloroethvlene 
1 , 1-Dichloroethane 
1 , 1-Dichloroethylene 
1,2-Dichloroethane 
1,2-Dichloropropane 
2-Chloroethvlvinvl ether 
Acrolein 
Acrylon itri le 
Benzene 
Bromodichloromethane 
Bromoform 
Brom om ethane 
Carbon Tetrachloride 
Chlorobenzene 
Chlorodibromomethane 
Chloroethane 
Chloroform 
Chloromethane 
Cis-1,3-Dichloropropene 
Ethyl benzene 
Methylene Chloride 
Toluene 

Organics - VOA 
A4010 - manhole in driveway adjacent to pretreatment 
18-May-2004 Discharge Rate 
L31982-1 Time Span 
Composite Start Time 

NA 
3.5 
1105 

Concentration Units Status Mass Load 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 

·<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 
<MDL UG/L NA NA 

Trans-1 ,3-Dichloropropene <MDL UG/L NA NA 
Trichlorofluoromethane <MDL UG/L NA NA 
Vinyl Chloride <MDL UG/L NA NA 

Parameters Concentration Units Status 
Total Toxic Or anics VOA <MDL 0 UG/L NA 

Hour(s) 

Units 

Units 

Status 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 
NA 

<MDL=Less than Method Detection Limit; <RDL=Less than Reporting Detection Limit; NA=Not Applicable; H=Sample handling criteria compromised; R=Data judged unusable. 
B=Blank contamination observed; E=Estimated value; TA=Text information available which qualifies data. 

AKC-0008276 


